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Sample No.  Location  Description  Results (ppb ) 

011 Academy for Performing Arts 
Water Fountain near 

Bathroom 
ND 

012 Academy for Performing Arts 
Water Fountain near 

Bathroom - Flush 
NA 

013 Academy for Performing Arts 
Water Fountain 

Outside 208 
ND 

014 Academy for Performing Arts 
Water Fountain 

Outside 208 - Flush 
NA 

015 
Academy for Performing Arts 

 
Faculty Room 208 ND 

016 Academy for Performing Arts 
Faculty Room 208 - 

Flush 
NA 

017 
West Hall 

 
POE 7.44 

018 
West Hall 

 
POE - Flush NA 

019 
West Hall 

 
Bathroom Sink 1.39 

020 
West Hall 

 
Bathroom Sink Flush NA 

021 
West Hall 

 
Room 308A ND 

022 
West Hall 

 
Room 308A - Flush NA 

023 
West Hall 

 
Outside 308A ND 

024 
West Hall 

 
Outside 308A - Flush NA 

025 
West Hall 

 
Outside 307 ND 

026 
West Hall 

 
Outside 307 - Flush NA 

027 
West Hall 

 
Outside 307 (2) ND 

028 
West Hall 

 
Outside 307 (2) - Flush NA 

029 
West Hall 

 
Outside 314 ND 

030 
West Hall 

 
Outside 314 - Flush NA 

031 
West Hall 

 
Room 312  9.25 

032 
West Hall 

 
Room 312 - Flush NA 

033 West Hall  Room 313  28.2 
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Sample No.  Location  Description  Results (ppb ) 

034 
West Hall 

 
Room 313 - Flush 4.44 

035 
West Hall 

 
Room 317 4.31 

036 
West Hall 

 
Room 317 - Flush NA 

037 
West Hall 

 
Room 319 1.49 

038 
West Hall 

 
Room 319 - Flush NA 

039 
West Hall 

 
Outside 318 (1) ND 

040 
West Hall 

 
Outside 318 (1) NA 

041 
West Hall 

 
Outside 318 (2) 1.51 

042 
West Hall 

 
Outside 318 (2) - Flush NA 

043 
West Hall 

 
Outside 325 1.55 

044 
West Hall 

 
Outside 325 - Flush NA 

045 
West Hall 

 
Outside 325 (2)  1.32 

046 
West Hall 

 
Outside 325 (2) - Flush NA 

047 
West Hall 

 
331 Culinary Sink (1) 2.2 

048 West Hall 
331 Culinary Sink (1) - 

Flush 
NA 

049 
West Hall 

 
331 Culinary Sink (2) 1.2 

050 West Hall 
331 Culinary Sink (2) - 

Flush 
NA 

051 
West Hall 

 
331 Culinary Sink (3) ND 

052 West Hall 
331 Culinary Sink (3) - 

Flush 
NA 

053 
West Hall 

 
331 Culinary Sink (4) 1.41 

054 West Hall 
331 Culinary Sink (4) - 

Flush 
NA 

055 
West Hall 

 
331 Culinary Sink (5) 2.99 
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Sample No.  Location  Description  Results (ppb ) 

169 Bistocci Hall 
Outside Student Rest 

Room 
ND 

170 Bistocci Hall 
Outside Student Rest 

Room - Flush 
NA 

173 
Bistocci Hall 

 
Room 619 ND 

174 
Bistocci Hall 

 
Room 619 -Flush NA 

175 
Bistocci Hall 

 
Outside Room 400 (1) 3.07 

176 Bistocci Hall 
Outside Room 400 (1) 

- Flush 
NA 

177 
Bistocci Hall 

 
Outside Room 400 (2) 3.02 

178 Bistocci Hall 
Outside Room 400 (2) 

- Flush 
NA 

179 
Bistocci Hall 

 
Room 402 WF (1) ND 

180 Bistocci Hall 
Room 402 WF (1) - 

Flush 
NA 

181 
Bistocci Hall 

 
Room 402 WF (2) 1.82 

182 Bistocci Hall 
Room 402 WF (2) - 

Flush 
NA 

183 
Bistocci Hall 

 
Room 401 WF (1) 1.69 

184 Bistocci Hall 
Room 401 WF (1) - 

Flush 
NA 

185 
Bistocci Hall 

 
Room 401 WF (2) 2.17 

186 Bistocci Hall 
Room 401 WF (2) - 

Flush 
NA 

187 
Bistocci Hall 

 
Faculty Room Sink ND 

188 Bistocci Hall 
Faculty Room Sink- 

Flush 
NA 

189 
Bistocci Hall 

 
Fitness Near 710 (1) ND 

190 Bistocci Hall 
Fitness Near 710 (1) - 

Flush 
NA 

191 Bistocci Hall Fitness Near 710 (2) ND 

192 Bistocci Hall 
Fitness Near 710 (2) - 

Flush 
NA 

193 
Bistocci Hall 

 
Outside 707 WF (1) ND 
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West Hall Room 330 Culinary Room Sink 4: 
 
Partner recommends a regularly documented flushing schedule or installation of a filtration device for Sink 
4 in the West Hall Room 330 Culinary Room.   
 
Flushing involves opening suspect taps every morning before the facility opens and letting the water run to 
remove water that has been standing in the interior pipes and/or the outlets. All flushing should be recorded 
in a log submitted daily to the head of maintenance. The faucet should be opened and the water should 
run for 30 seconds to one minute, or until cold.  
 
A filtration device, or point -of-use (POU) device can be relatively inexpensive ($65 to $250) or expensive 
(ranging from $250 to $500), their effectiveness varies, and they may be vulnerable to vandalism. They also 
require a maintenance program for regular upkeep to ensure effectiveness. Cartridge filter units need to be 
replaced periodically to remain effective. NSF International, an independent, third -party certification 
organization, has a testing program to evaluate the performance of POU devices for lead removal (NSF 
Standard 53). Before purchasing any device, ask the manufacturer for proof of NSF approval and the 
Performance Data Sheet, or check by visiting the NSF Web site at: 
http://www.nsf.org/bus iness/search_listings/index/asp 
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4.0 LIMITATIONS 

Partner subcontracted with ESC Lab Sciences who performed the lead analysis.  No warranties expressed or 
implied, are made by Partner or its subcontractor ESC, or their employees as to the use of any information, 
apparatus, product or process disclosed in this report.  Every reasonable effort has been made to assure 
correctness.   

State-of-the-art practices have been employed to perform this inspection.  No demolition or product 
research was performed in attempts to reveal material compositions. The services consist of professional 
opinions and recommendations made in accordance with generally accepted engineering 
principles/practices.  These services are designed to provide an analytical tool to assist the client.  Partner 
and its subcontractor ESC and their employees/representatives bear no responsibility for the actual 
condition of the structure or safety of this site pertaining to lead and/or lead contamination  regardless of 
the actions taken by the inspection team or the client. 
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5.0 SIGNATURES OF PROFESSIONALS 

Partner has performed a lead-in-drinking water i nspection on the property at 1776 Raritan Road, Scotch Plains, 
Union County, New Jersey in general conformance with the scope and limitations of the protocol stated earlier 
in this report.  Exceptions to or deletions from this protocol are discussed earlier in this report.  

 
Prepared By: 
 
Partner Engineering and Science, Inc. 
 
 

 
 
Matt Genna 
Project Manager 
Health and Safety Services 
 
 

 
 
Douglas R. Lawson, Ph.D., CIH 
Technical Director 
Industrial Hygiene Services 



 

 

APPENDIX A: LABORATORY ANALYSIS AND CHAIN OF CUSTODY 
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